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Guokai (Fujian) Fire Valve Testing Co.,Ltd

ik WREMREH TR XA TRk HLi% : 0595-86273703
POLE: www. gkjczx. com  Ef#E: guokaitest®163. com HRBISRES : 362300




image2.jpeg
(i) MRS NEIRAT
Wik S

W&EmS:  (2021) GKJC-BG0409 W& HM: 2021.11.23 FB1IW KW

P AR T 7K 55 Sk

LER=S IS ZSTBS115-74°C Y. ZSTBS80-72°C Y

TR | REESORHPIRHCA R A

AL | ERESEHE R RA R

5] b N A= H A 2021. 08
Hm25) B RIRL Bk A B
g | B FH 120 R, AR 70 R B2k A 09 2021. 09
LN -
BB >
GB 5135.1-2019  EZHMIAKK KRG % 1 265 : WABL) . "
4
}
- %«z@x BOURGG SO kR e BEEEIER, KRB K R B
= = PeEE: MERE: ik Thks HukmbEes: ok .
. R rmr& 6 (e TS SR T |
5 H -

%m@%;mﬁﬁ&#ii

k% X,
BT EL 44 GB 5135&;&%53%, I

FE Ak ZSTBS115-74C Y.

% F Hep 6. 1.1, 6.2, 6.3, 6.4 TiHJy CMA BFIATTIEREIK, 77E CNAS B FA
]G A

5 H #A 2021 410 A 11 H

st @M\(‘X @&:ﬁ@i& sl "\R % %

i HHlREREFME “REMEEHE" T
RBLRMARERT, RERRIMEAR, BEADSEEERARRE RBTRLEE)




