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Test Report

No. (2021) GKJC-BG0636
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B 5 M #: 2SJZ50-M-1.6. ZSJZ65-M-1. 6
ZSJZ80-M-1.6. ZSJZ100-M-1. 6.
ZSJZ125-M-1. 6. ZSJZ150-M-1. 6.
ZSJZ200-M-1. 6
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Guokai (Fujian) Fire Valve Testing Co., Ltd

it WREBREFFRXEET RSB & : 0595-86273703
PI4L: www. gkjczx. com  HBEE: guokaitest®163. com HPBUEREG : 362300
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