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Guokai (Fujian) Fire Valve Testing Co., Ltd

Mot : WRERREFI & XKL T E R @.ﬁ 0595—86273703
Ptk : www. gkjczx.com  Hf#E: guokaitest@163. com HPBI4RTD : 362300

% | 38 24 ¢




image2.jpeg
=, (EE) MR SER A
kS

W&EmS:  (2023) GKJC-BGO374 W& HM: 2023.07.05 Bl OH9W

FEERAARR | Rk

HIES4HA% | K-ZSTX80-68°C Q3A. K-ZSTX115-68°C Q3A

ZIERLL | LRGN RIERI R A R A

FEFEERAL | LR DR R A

(I SR B = ] 2023. 05

58251 AR5 FEARAS Gtk
o o FHR 120K, 4870 HR B H 2023. 06
BB | Sy

SR

GB 5135.1-2019 (HBMIKK KRG 51 #5: WAL .
% W
B BORTESR, BEOMELL AN SHRE: BREMER, KRS BN K E R TS

WEREG AiKMAE WoKS L. THBUKE; SSaERE; Thag: dikerd

g g | WOKEEIE, RO, AREM DRemie SURILGE: SR
0 fls TR Wnm: AR

il ; =
PR T H 454 GB 5135. 1-2019 ARifEZER f‘%g
vt

&

F RN K-ZSTX80-68°C Q3A.
% W | Hd6e.1.1. 6.24 6.3, 6.4, 6.29 Wi H A CMA BFINTITEEIN, ANTE CNAS %R
INATTERE A o

K3 HM | 2023 406 A 03 H

it ﬁ\/im % ﬁ/’lﬁ éf; wn. J 37, 1:54

v
E: BRREREN NS “RBRETHE" X!
MIAEROGERE AT, RSRBHMFER, ZEARGEEEARRSRET AL

VA N NP AN




