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Guokai (Fujian) Fire Valve Testing Co., Ltd 1??
il : MR E ARG IR XK T Rk BiE : 0595-86273703
Pk : www. gkiczx.com  HB#E: guokaitest®163. com ER B 4RTY : 362300





image2.jpeg
— ] — o \3 —
Hl ({E28) HEI I NBIRAR
*‘A BA H=
WoJw ;E =]
WERMST: (2023) GKJC-BGOI6S w1 OE3IW
PR BN L 1R
LR=y NS J41H-16C DN50
ZHERAL ¥ IR PR A A
A A R I E A IR A 7
] B / A= H# 2023. 10
25 AL FEMIRES Bk
o K 1R B H 2023. 10. 24
HA
B 1 e
GB/T 13927-2022 (T[T EAHREED .
& 4
B %
FEURDREE, EHEVERE.
m o H
K% PR IR H 754 GB/T 13927-2022 ARAEER, &%
% @
%
50 H HA 2023 4£ 10 A 27 H

st ,é\/;},ﬁéx i ﬁr/fﬁﬁ @il § 3% B,

. EHEREREH NG RRMEEHE" TR
RIS R RBERA T, REKBIMEAE, FRATSEEEARBEREITTAERE!

| = S =)




