[image: Image_29957]
[bookmark: _GoBack][image: Image_29958]
image1.jpeg
o ‘\"l"l”,
\\\‘\\\\//’ 2, A FENT
S 5 HEEIA

‘\ -
MA , &= CNAS =
N TESTING
TN v CNAS L15200
191321340380 AR

BnE#RS

Test Report

No. (2023) GKJC-BG1243

R 1t B A BEAMEREAFTRAH

=W A R HETER

B & 3 ¥: ZSDF8—Q-65-16-S+
ZSDF8-Q-100-16-S.
ZSDF8—Q-150-16-S

(E) =9 GER) EEmITHeMARAT Fag

Guokai (Fujian) Fire Valve Testing Co.,Ltd oy *\33

Hodt: WMRBERREHITR XL T E R HLi%: 0595-86273703
P4k : www. gkjczx. com  BE#8: guokaitest@163. com P BI4RTG : 362300

25 (37N




image2.jpeg
B4l (GEE) RIS IERAR
KBRS

WEHmS: (2023) GKJC-BG1243 w1 5 W
=i 2R TH 17 U 1)
RS A% 7SDF8-Q-65-16-S. ZSDF8-Q-100-16-S. ZSDF8-Q-150-16-S
TAE AL WIKEHEERARA A
AP LA R KB A PR A
[iE] B HK A7 H 2023. 11
K36 2851 R FEARA A%
B &g FR2HA, #HLE1R B 2023. 12. 06
BOL | e
GB 5135.6-2018 ( HBWWI/KK KRG 2 6 #or: @A
O
L SAARRE; AWK #ETEES: EBFR: FRAFWN: BRITER
5 H IRER; TAEMERF: sEEER. HEikee.
% BT B 754 GB 5135. 6-2018 FRAEER, &%
oM
% S -
ZSDF8-Q-150-16-S £,
& Heh6. 1.1, 6.1.2. 6.1.3, 6.1.5. 6.5.1. 6.5.2 Wi H K CMA BEFIATTIER
W, ANTE CNAS B A mlYE R A -
58 H #A 2023 412 H 12 H~2023 412 A 28 H

st é‘é}'%( W h ﬂﬂ/é ﬁé. s ¥ B

¥ EHRERENNE “RRIREEHE" TH
BB ROERES T, RESRBIMER, BEATGEAERARRSRBTAHE!




