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Guokai (Fujian) Fire Valve Testing Co.,Ltd

Hhdik . R E ARSI R X% T E ek ek @.ﬁ 0595-86273703
P4k : www. gk jczx. com HB#E : guokaitest®163. com HRBIERTG : 362300





image2.jpeg
Rk S

F2 (1R52) EpEI HENERAE

WEMS: (2024) GKJC-BG1396 1R k4|
FE AR KK ERFH
SR XMDDG22
ZHEHAL 1R BRI B A PR A A
Sy X2 1 BT IR B A PR A 7
[ bR =1 ArEH 2024. 12
251 AR5 FEAIRAS EH%
o | BE 2R Bl H 2025.01. 17
B
B | e
A
XF 139-2009 (K -KZ3%E)
& 4=
B8 | o MR AR SR ) HEE GFRA. TR
R ; FEUREEN; WIREMERE; HR&.
m H
1 PRI B 754 XF 139-2009 ARAEE SR, &%
KA A
TR
" %% FL -
% IE
1538 H 3 2025 % 01 A 20 H~2025 402 H 18 H

i g by

Hi: /ﬁ/v,@ %

ST/

E: ERIRERERME “REREEMR" LR

Hr B 4 RAUR R 51 3%,

RERBIMAR, BEANGEEEHRRERBTALERE!




