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Test Report

No. (2025) GKJC-BG0154
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¥ 5 # #%: D381X-16Q DN50. D381X-16Q DN65.
D381X-16Q DN80. D381X-16Q DN100,
D381X-16Q DN125. D381X-16Q DN150,
D381X-16Q DN200. D381X-16Q DN250
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D381X-16Q DN50. D381X-16Q DN65. D381X-16Q DN80. D381X-16Q DN100.
D381X-16Q DN125. D381X-16Q DN150. D381X-16Q DN200. D381X-16Q DN250
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