[image: 1 - (55)]
[bookmark: _GoBack][image: 1 - (56)]
image1.jpeg
N\ P AT
HEFREIA
MA : CNAS =
TESTING
'y CNAS L15200
191321340380 /'/,ﬁ\\\‘\ v

m R

Test Report

/
(
/ .\\\\

No. (2025) GKJC-BG0498

& ¥ B A T EREBMEERAT

7= & R WKk

B 5 M #: ZSTDYS80-93C Q5G.
ZSTDY115-68C Q5G

(iK} =9 GER) MEBMIRNARAT JFY
Guokai (Fujian) Fire Valve Testing Co.,Ltd %22

Mot : WRERREHI LXK R SR Bi% : 0595-86273703
P4k : www. gk jczx. com BB# : guokaitest@163. com BB BIEREY : 362300

T




image2.jpeg
EIE (I8E) MRS e EIRAE
mEERS

HwERS:  (2025) GKJC-BG0498 ®1H HTH
FERRRFR | WK Sk
BEH | ZSTDY80-93°C Q5G. ZSTDY115-68°C Q56
ZHERLL | BRI RH A PR A A
AFERAL | TTRRIEB RHE R A F
[ T~ B A7 H 2025. 05
KB ARRK Rk o
o) g Wisk& 70 R, [l 30 & W H 2025. 05. 15
R g
GB 5135.1-2019 (HBNMIKK KRG 5 135 WKL) .
%
BB | BRER BrBLG AMSERE; TEEHEER, KR E R R R A
WMERREG MKYERE: BASEMERE; Thes Pukebditkbe, WoKEmE, my
m A REE; AEEEM.
" P T H 754 GB 5135. 1-2019 FRuEEER, &1 .
w0 ETEL ﬁfﬁ{fgﬁ
A 77 5B T KBk ZSTDY80-68°C Q56 (1) 4) =y, o Mapee=er
5 3 (2022) GKJC-BGO937 A=k IR o o
- HAr6.1.1. 6.2, 6.3. 6.4 i H Jy CMA BFINTTTGE N, AS7E CNAS % RN AvG
A .
BWIGHM | 2025 4 05 A 19 H~2025 4 06 A 07 H

J‘tt‘#&:,é\/l.\-m Hs ,@ ﬁ_ 5 1 MJ

i EHREREH NG “RBMEEHE" TR
RIS R RPER T, RERBIEFARE, BHRATEHEEARRSE BTSS!

A\




