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Guokai (Fujian) Fire Valve Testing Co., Ltd ::'.: 1§§
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image2.jpeg
EIL () RS S IRA S
ol

WitigiS:  (2025) GKJC-BG1328 W1 4T

e G & DO

SR CMJS18-2

ZAL AT KR it LTt £ 35 95 PR A ]

AR LA K BR 7t Bt 20 S B A PR A )

[ 7 / AFEH I 2025. 08

582 51 TR FE R G

BR Ay RE2E B H 2025. 08. 26
B
R
XE 498-2012 ()R & K AHEE) .

¥

%

WEBNL: S ShE: BarR. BEhrae, KoktkERs: PG IkM:RE
mooAH
S T5 H 454 XF 498 RAESESR, A, é{

o g | PRTEIEE X 4982012 bRIEER, A4 #@ %
N~— a
=

gﬂfﬁm,
%k Horpr 5. 1,44 5. 1.5 3 H i CMA %8 S\ mT S [ i /r(f CNAS B BN AT TE R A .
o 56 H 40 2025 £ 08 A 28 H~2025 409 H 03 H

e é/\/eﬁx #h %7:,42 e w gy ¥ %

E: EHREREHNE “RRREEHE" T

K3

AERMARFES T, REQWIIRE, FHEAREHEEEARRLS R TR Y

1 &7 libe :fl




