[image: 171654]
[bookmark: _GoBack][image: 171656]
image1.jpeg
K \ L/ N ':FE“W
NETAY
Fa =) ERRE
| MA : o CNAS
o N TESTING
y /A\F v CNAS L15200
191321340380 '//,,,/;\\‘\\\‘
i

e RS

Test Report

No. (2025) GKJC-BG1325

£ & B A HMHAITRARA
HRAF
= A R RER

B 5 M #: 1200kPa

B 2El
(i} E5 (ER) HERNRNERARA & o
Guokai (Fujian) Fire Valve Testing Co.,Ltd g

Mot : WRERREFF LR KX E SR Bi%: 0595-86273703
P4k : www. gkjczx.com  Bif#: guokaitest@163. com HRBI4RHG : 362300

.0
¥





image2.jpeg
=l () M HENER A
RS

Wdigis:  (2025) GKJC-BG1325 1 43

T el ]

LRSS 1200kPa

LALHAL P31 B RS P4 AR AT PR )

B /

[ / ErEH /
R34 5) TR B IR A Ehs
o Yo 1R 2 H 2025. 08. 26

BB |

GB/T 12243-2021 (3% HiERM R 21) .

BRIE % BidEN: HAEZ.

BooH
A PRI H #4545 GB/T 12243-2021 ARAEESR, 4
A .
T

% IE AL SR R AR R X WS L 70 5,

A58 H 9 2025 909 A 11 H

Hefe: ’ % A B gidl: )é
oA “ AT A B 1% 3
e BHERERERNE “KRBIREEHE” B3

T A RS R T, RRBHIIFEZ, FIAABHEE SRR R ITALET(E!





