[image: 152535]
[bookmark: _GoBack][image: 152537]
image1.jpeg
N2 PR
SN // A ol
MA, icms CNAS =
T TESTING
191321340380 /’ﬁ\\\ v CNAS L15200

m I IR

Test Report

No. (2025) GKJC-BG1408

xR 1t B fr. REHBIREAERAF

FZ S 48 BR: ] R R
(ESFR) Mgk
® B 3 #¥: ESFR-202/68°C P Q2.5

(L} =9 GER) MBRIRNERAT 0
Guokai (Fujian) Fire Valve Testing Co.,Ltd AEE,

it : ERERREFEXHKE T E R B3E : 0595-86273703
P4k : www. gk jczx. com BB# : guokaitest@163. com HPBI4RTG : 362300





image2.jpeg
WERmS:  (2025) GKJC-BG1408

=YL (iR ERAR e ER AR
RS

PR R HR B bRad R, (ESFR) 5k
RS0 ESFR-202/68°C P Q2.5
LA o] U 3 95 AR A PR 7]
AP ] U 4 91 o A PR 7]

[ 7 [Eale A= H 2025. 10
oL el ZHLK % FERRTS E%
o £V 1A Bl H 2025. 10. 30

AR

B | g

B % GB 5135.9-2018 (EHZMI/KK KRG 2 9 Hor: FHIHHIPIEMIRL (ESFR)
mik)y .

% i B3k )

BO®B
BARER; SN ShRE; K3 B R KR 55 M R

mH
P T H 754 GB 5135. 9-2018 FRAEEER, &#%.

VA A

= R A

% =

K58 H #A 2025 4 11 A 04 H

e j}(/g{@){

" B

bl i n ;(/

i EHREREHNG “RERREEATE” TH!
KL RO RIER T, RERBHIMFAR, ZEARNGEEEARRES TR LE !




