[image: 150039]
[bookmark: _GoBack][image: 150041]
image1.jpeg
SN2 R
SN,
M A .3\%‘///2_ A HEFEL
A: o
jacue CNAS ..
AN v CNAS L15200
KM

251308110227

wmRRS

Test Report

No. (2026) GKJC-BG0169

£ it B AL TERARBEIARAAF
=i AR AERRE

B 5 3 #: QLIF-16P DN20

(L} E9 GER) HEBMTRAERAR B
Guokai (Fujian) Fire Valve Testing Co., Ltd g clo

Mt : A RIREHTF R KA T AR Bi%: 0595-86273703
P4E : www. gk jczx. com HP#8 : guokaitest@163. com BRBIERTG : 362300





image2.png
Bl (EE) MRSHEI e RRAS
MEIERS

&GS (2026) GKJC-BGO169 W1 St 4T
A S RN ER B
RS RS QL1F-16P DN20
ZAEAL TEARRAELHRAF
= Vi TN THRA A
[T P2 A= EH 2026. 01
ot oe | AR FEARES L
oy Kk 3R B H M 2026. 03. 02
AR
LT
[
GB/T 8464-2023 (Ekil. 4HIFIAFEMEIRSCERERITY .
W B
" & EIRSOREE; Wi IRSUMAR IR IRIREBUINEER, AR A
% H TEARRREE; EEMEAE: PUHLMERE: BUE AR,
B PRI E 75 & GB/T 8464-2023 ARE3ER, &
B
e C Y GLT
5 % HeA16.3.1, 6.3.3. 6.5.3. 6.13.1. 6.15. 1. 6.19. 6.20 FiH Jy CVA B/R
NAIYEREIA, AR7E CNAS BRIV R A .
I EW | 2026 42 03 A 09 H~2026 4 03 H 18 H

e SRR REHNG RRIREEME" T
BRAERMOERFER T, REBBYMRE, BHARGEEARRLE BT LA

|

ny

J




